
 
 

 
 
 

 

3.1 LCD type remote 

The following features can be done by using the LCD type remote. 

 

 
 

3.1.1 Power on/off : ditto clause 2.1 

                        Fan  

Press FAN  button to select the fan speed (high, medium, low or auto mode). The 
display on the Remote unit will show the status. 
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         3.1.2  Operating mode :  

By pressing the MODE button on the LCD type remote, the air conditioner can be put in 

• 3 operating modes (fan, cool, heat). 

3.1.3 Fan 

If the system is put in Fan mode, the FAN LED on the Display unit will be lit. The 
system will operate as the fan only. The TEMPΔ and TEMP∇ buttons are not used. 

 

3.1.4 Cool  

If the system is put in Cool mode, the COOL LED on the Display unit will be lit. 
The system will operate as the air conditioner. The compressor will  

• operate if  Troom ≥  Tset  +1 

• stop if  Troom ≤ Tset 

However, the compressor is subjected to 3-minute delay protection each time it stops. 

 



 
 

 
 
 

 

3.1.5 Heat 

If the system is put in Heat  mode, the HEAT LED on the Display unit will be lit. 
The system will operate as the air conditioner. The compressor will  

• operate if  Troom ≤  Tset  +1 

• stop if  Troom ≥ Tset 

However, the compressor is subjected to 3-minute delay protection each time it stops. 

 

          3.1.6 Temperature setting  

The setting temperature can be set in the range of 18-30°C by pressing TEMPΔ or 
TEMP∇ button. The LCD on the Remote unit will show the setting temperature. 

3.1.7 Sweep (optional) 

 Press SWEEP button will turn on/off the sweep motor 

3.1.8 Sleep : 

 Ditto as clause 3.1.5 

3.1.9 Clock :  

 To set the clock on the Remote unit is by 

• Press  button, the time display will blink. 

• Press HOUR button, to set the hour, 

• Press MIN button, to set the minute, 

• Press  again, the time display will stop blinking. 

3.1.10 Auto start :  

 The air conditioner can be programmed to turn on in advance. 

• Press START button, the start-time display will blink, 

• Press HOUR button to set the hour, 

• Press MIN button to set the minute, 

• Press START button again, the start-time display will stop blinking. 

To cancel this function, press START button again. 

3.1.11 Auto stop :  

  The air conditioner can be programmed to turn off in advance. 

• Press STOP button, the stop-time display will blink, 

• Press HOUR button to set the hour, 

• Press MIN button to set the minute, 

• Press STOP button again, the stop-time display will stop blinking. 
 
To cancel this function, press STOP button again. 
 
 



 
 

 
 
 

 

 
4. CONCLUSION OF FEATURES 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

CLAUSE DESCRIPTION LCD WIRED 
COOL 

LCD WIRED 
HEAT 

2. User’s features   
2.1 Power on/off • • 
2.2 Fan • • 
2.3 Operating Mode 3 5 
2.4 Temperature setting • • 
2.5 Sweep Optional Optional 
2.6 Louver  Optional Optional 
2.7 Sleep • • 
2.8 Clock • • 
2.9 Auto Start • • 

2.10 Auto Stop • • 
2.11 Send • • 

3. System Features   
3.1 Watchdog • • 
3.2 Compressor delay  protection • • 
3.3 Compressor minimum on time • • 
3.4 Non-volatile memory • • 
3.5 Freeze function Optional Optional 
3.6 Defrost function - Optional 
3.7 Pre-heat  function - • 
3.8 Post-heat function - • 
3.9 Compressor overload protection - • 

3.10 Reversing valve change protection - • 
3.11 Anti overheat protection - • 
3.12 Low ambient protection - • 
3.13 Cooling fail • • 
3.14 Heating fail - • 
3.15 Filter cleaning • • 
3.16 Sensor error • • 
3.17 Self diagnostic • • 
3.18 Water Pump Control Optional Optional 
    
    
    
    
    

    
    
    

    
    



 
 

 
 
 

 

5. DRAWING 
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